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Tank Adapter (cast or bolted)
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Note:

1) One Orenco Advantex AX100 Media Filter
has a loading rate of 2500 gal. per day with
a peak loadiung rate of 5000 gal. per day.

2) For the system proposed the SIX Ax100 media
filters have a combined loading rate of 15,000
gal per day with a max loading rate of 30,000
gal per day

Recirculating Filter Pumping System
use Xerxes 22000 Gallon Tank (Above left)

Filter Cartridge

Drain Port

12" Biotube Duplex Pump Vault
Orenco Model: PVU 95 24-25
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FALCON CREST SUBDIVISION

LAKE VILLA, ILLINOIS

AX100 MEDIA FILTER &
RECIRCULATION TANK DETAILS

ARTHUR R. OLSON & CO.

965 WESTSHORE DRIVE
FOX LAKE, IL. 60020
(847) 651-1150
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